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FIRE HYDRANT CAP

6" GATE VALVE

W/ 2" SQUARE NUT

VALVE BOX

1

4

 CUBIC YARD DRAIN

ROCK AROUND DRAIN

HOLE

APPROX. 6" MIN.

ABOVE FINISHED GRADE

THRUST BLOCK

THRUST BLOCK

TEE ON MAIN LINE

UNDISTURBED SOIL

NOTE:

ALL BOLTS SHALL BE FREE

FROM CONCRETE AND

FULLY ACCESSIBLE

NOTES:

1. BLOW-OFF VALVE TO BE PLACED AT THE MAIN LINE TEE

2. TRACER WIRE TO BE ATTACHED TO BLOW-OFF VALVE

AND COME TO VALVE BOX WITH MIN. 24" SLACK

MJ x MJ x FE

FLANGE

MJ-6 BOLT

36"

24"

CURB OPTION

30-36"

30-36"
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